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: NOTES:
S 1. OUTER DOOR REMOVED TO SHOW DEADFRONT LAYOUT
g 2. NEMA TYPE 4X, 316 S.S. ENCL. WITH CONT. HINGE
= 3. PAD-LOCKABLE 3 PT, LATCH (NOT SHOWN),
4 4. ALL HARDWARE STAINLESS STEEL. TYPICAL.
g 5. ACTUAL LAYOUT MAY VARY WITH HARDWARE
B 6. SHOP DRAWINGS FOR PANELS ARE REQUIRED TO BE
) SUBMITTED FOR APPROVAL.
: DEADFRONT TYPICAL
ST. LUCIE COUNTY
CONTROL PANEL
WATER & WASTEWATER DEADFRONT LAYOUT
CONSTRUCTION STANDARDS
|DRAWING numeer:  WW-28




